
SAFE DRIilXING WATER AND SANITARY CONDITION CERTIFICATE

Ref No" Dated: 8th October 2024

It is certified that an inspection tearn headed by FHHL Private Limited inspected the Ryan
lnternational Academy 5r no 286/411/8, Maan, Hinjewadi Phase 2,pune on 2gthlAugust 2024 and
found that Ryan lnternational Academy has safe drinking water facilities for the students and
members of staff of the institution and is maintaining the hygienic sanitation condition in the school
building & the campus as per norms prescribed by the central,state/ u.T. Govt.

The above is valid for a period of Ot{E VEAR (1't October 2014 to 30s September 2025}

Signature with Seal:

Name ;.,:-i;.ri;

:: ,l+ ii..'iltr ut I tUtil[ i:"

H**lth Center Maan,

Desi gnati o,iiM&&[$l'6#18l Pi'r ne

Primary Health Centre

Maan, Tal- Mulshi, Dist- pune- 57

a'

To,

Ryan lnternational Academy

Sr No: 286l4lVg, Maan, Hinjewadi,

Phase-2, Rajiv Gan{hi lnfotech park

pune- 41tos7. .$"lrto

\--'r
r Princli:il ,l
i Ryan !pfi:rp3f ;1.^tr: .:.:ademy I
I S.Nc '" :5/r' ; ,lriaart, I

[-flinlevradi 
Phasr-2, i, une^a11053

Manager :; Ryan lnternatioiatAcademv j

I S.No 286/4/1 Maan. ' :

I 
Hinlewadi phase-2, punea110S7.f

@-.t"^Ji-^"-
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Ref No. Date: 08.10.2024

SUB: HEALTH {il0 $ANITARY CONDITION GERTIFICATE

Respected Madam I Sir,

It is certified that a'Rvan lnternational Academy' located at Survey No. Sr. No. 286/4/1/8, Mann,

Hinjewadi Phase - 2, Rajiv Gandhi lnfoTech Park, Pune 411057. The Water (SWTP I STP) used

by the school is reused for plants and is maintaining the hygienic sanitation condition in the school

building & the campus as per the norms prescribed by the Central/ State 1 U"T. Govt.

The above certificate is valid for a period of ONE YEAR {01*t October. 2024 to 30th

Qeptember 20251.

Signature with Seal: ffir*
Name: rirnarY Health Center Maan' t

Tal" Mr.rlehi, Bist' Pune
Designation: iiedical Officer

Primary Health Centre
Maan. Tat- Mulshi, Dist- Pune 57"

Wb^ '\dLt 
t^a=-

Manager 
:

Ryan lnternational Academy
; S.No 286/4/1 Maan.
I Hinjewadi Phase-2, pune4i1057./
ri

*tc.-
Principal

Ryan lnternational Academy
S.No 286/4/1 Maan,
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FHHL PRIVATE LIMITED
IFOOD HYclEtaE & HEALTH L/ABORATOFYI

FHHL I rr::s*m,;xJ:r*,','*#;r ;:.*:r:iml;*:lul:,i;T*',H 411013 MH nd a

Authorized Signatory , Biological Testing Authorized Signatory - Chemical Testing

'qld @p
Priyanka Kotwal

Sr Miaobiologist

Manaoer i

RyanlnternatioialAcademv I

.,:_!-. S.No.2g6/4/1 Maan, 
--' 

,,

nrn;ewadi phase_2, pune4110S7./

I

* W*ter

TEST REPORT

NAME & REPORTOETATLS pase 1 of2
Ryan lnternational Academy
Near Yashwin Society Opp Tinsal Town Hinjewadi
Phase-2,,Pune,Maharashba,41 1 057

Customer Reference: Test Request Form
Reference Date: 21 Aug 2024

Report No: FHHU2408/0667-1
Report Daie: 29/0812024

Sample lD: 2408/0667-'l

Analysis Started: 2'l lOBl2024

Analyair Ended: 2910812024
ULR:TC5931 200001 30S0F

SAMPLE INFORIIiATION

Sample Type: Water Sa
Registered Date: 21i08/2024 Sample euantity: lltr & 300m1
Sample Packing: Plastic Bottle & Sterile Container $eal: Sealed
' rmple Collectedi-Submitted by: FHHL Lab Representative,,

SAMpLE TNFORMATION [pROVtDED By CUSTOMERI
Sample Marked As : 1st floor RO Drinking Watei -Sample Preservatr.o-!,

TEST DETAILS

lJrscrpilno: telrtsrnr{.ar a Etology lesong
Location of Test Performed: ln House
Test Reference:As per lS 10500:2012
Product Group: Water, Residues and Contaminants in \^lbter
Sub Group; Drinking Vtlater, Trace Metal Elements

Sr.no. Tert Done Result Unit Limits Test Method
1 Coliform Absent Per 100 ml Absent lS 15'185:2016
2 Escherichia coli Absent Per 100 ml Absent IS 15185:20'16
3 Faecal coliform Absent MPN lndex /

10O rhl

Absent lS 1622 Ctause no.:..f : U.r-.Sdi

);
Kanchan Pol
Sr. Chemisl

-l**
\-

Ryan lnternationatAcademy Ir S.No 286/4/1 Maan. fl

I 
injewao i Phase-2, eune+] to11f

r

TC- 5931
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FHHL PRIVATE LIMITED
(FOOD HyclEltE & HEALTH TABORATORYI

l.aboratoryAdd.:5r. NO. 126/10. plot t{o. 1, Hadapsar
Mob. I +91-9881237321. +91-8380074695 E-mail :

lndustrial Estate, Hadapsar, Pune - illl 013, MH., lndia
inf@fhhl.in lltabsiie : www.fhhl.in

TC- 5931

Remark Refening to the above mentioneO parameers ontt,, samp
Limils of lS 10500:2012 including Amendnrent No. 4.

Note: Retention time of the above mentioned sample would be 15 days afler reporl date, sub1ect to the remnant quanlity"
Authorized Signatory . Chemical Teating Authorized Signatory - Chemical Testing

&l*Y::
Swati Raskar
Sr Chemist

Kanchan Pol ,
Sr. Chemist

@r:dy3
Ryan lnternatioialAcademy 

I
S.No 286/4/l Maan,

Hinjewadi Phase-2, Pune4l t0Sl:/

sample as received.

(This report has b6€n authoriz€d with digrtat sigriature")
.., END OF REPORT'"'

al

TEST REPORT

Page 2 of 2

Ryan lnternational Academy
Near Yaehwin Society Opp Tinral Town Hiniewadi
Phagg.2,,Pune,lllaharaehtra,4ll 05?

Cuetomer Referencs: Test Request Form
Reference Orb: 21 Aug2A24

Report No: FHHU2408/0667-1
Report Dale:291OW2A24

Sample lD: 2408/0667-1

Analysia Started: 21 lOBl2024

Analyeirs Endedt 29nAnO24
ULR:TC593l 2400001 3050F

TEST DETAILS

Discipline: Chemical & Biology Testing
Location of Tert Perforrned: ln House
Test Refercnce:As per lS 10500:2012

roduct Group: lA&ter, Residues and Contaminanls in lA/ater.
Sub Group: Drinking Water, Trace Metal Elements

Sr.no. Result Limits Test Method
1 Alkalinity as CaC03 124.N mg/L 200, Max APHA -2320-8. 2023
2 Chloride (as Ct) 27.59 mga 250. Max lS 3025 (Part 32) Ct No 2 19BB
3 Sulphate (as SO4) 51.86 mg/L 200, Max APHA45@SO42-E:2e23
4 Total Hardness tas CaC03) 180.00 rng/L 200, Max rs eoas (pari 2lrclNo5: rmg-
5 pH al 25'C 7.7 6.5 to 8.5 lS 3025 (Part t'D: zozt
6 hon {as Fe) <0.05 mgtr 'r.0, Max APHA -3500-Fe-B: 2023
7 I!qor!q9 (as F) <0.1 mg/L 1.0, Max APHA -450O.F-D: 2023I Total Dissolved Solids (TDS) 280 mg/L 500, Max ls 3025 (Pad 16);2023I Nikate (as NO3) 18.70 mg/L 45, Max APHA450GNO3..B: 2023

10 Arsenic (as As) <0.005 mg/L 0.01, Max APHA3114-C: 2023

Gil{^a

I
.d"lvo

prirliil l
Ryan lnternationalAcademv I

S.No 286/4/i Maan. I
Hinjewadi phase-2, pune-4110S7.$



FHHL PRIVATE LIMITED
tFooD HycrEr{E & HEALTH I.ABORATOnYI

s Water
's Psqkqglng lraterial

Received Dab : 21 lOBl2A24

$ample Quantity: lltr & 300m1
Seal: Sealed

{,qln
FHHL | 

- 
*,m*:ru,ffi:ff*ffi-411013,MH,nda

Sampls Type: Water Sample
Regietered Date: 21 lOBl2O24

Sample Packing: Plastic Bottle & Sterile Container
'ample Collected/ Submitted by: FHHL Lab Representative

SAMPLE TNFORMATTOH IPROV|DED By CUSTOMERI

Authorized Signatory - Biological Testing

'otLA

Priyanka Kotwal

Sr. Microbiologist

I

6*O -
\-

Principal
Ryan lnternational Academy

S.No 286/4/1 Maan,

Authorized Signatory - Chemical Testing

)t
Kancfran Pol
Sr. Chemist

@^,"tU.^q
Manager

RyanlnternationalAcademy,
$.No 286/4/1 Maan,

Hinjewadi Phase-2, PunealiOSZ.f

TEST REPORT

REPORT DETAILS page 1 of2
Ryan lnternational Academy
Near Yashwin Society Opp Tineal Town Hinjeuradi
Phase-2,,Pune,Maharashba,4{l 057
Gustorner Reference: Test Request Form
Refercnce Oatc: 21 Aug 2O24

Report Nor FHHU240 et066l -z
Re port Dale : 2 9l0Bl 2024
Sample lD: 2408/0667-2

Analysis Started: 21 10U2024
Analyais Ended: 2910U2024
ULR:TC593l 2400001 30Si F

2nd froor RO Drinking Water
AT 2'- 9" c

Discipline: Chemical & Biology Testing
Location of Teet Perfonned: ln House
Test Reference:As per IS 10S00:20i2
Product Group: lA/bte1 Residues and Contaminants in Vlhter.
Sub Group: Orinking \rrlater, Trae Metal Ebments

IS 15185:2016

lS 1622 Clause no.a.S.1.2 b;1981

Hinjewadi Phase-2, Pune411057.|

a

Cordiuons of rtportlngt 1

full or pan shalt not be publs
legal matters, 4') Th,s reoort

\bove Gsultspedatn oolv to thc sttrplc tcsqd a5 rEceivcd aild above rcsultd refucts ourtlndlfigs atthetime rfld place of tesfing, 2) Thi$ rd, advertlsed unle$ prbr writt€n P€rmistisn has becn securid. 3) corflrnents given ln the repoit nr€ advlsory o{tty snd sbalt not b6 ured ifiixrfusfuely tortfie ute of the customer, *'1056 nnme and addrutrs are mantson€d above. N6 thifd prrty crn d€rjv€ any fl{rhts soainst FHHL E
Eo rarse rny darms c$ !a!
noticed. 6l FIIHL is hot tia

@
,==(
TC- 5931

st
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I
FHHL PR]VATE LIMITED
{rooD HYGTEilE & HEATTH LABORATOnTT} ffiindra 

l)F.(
TC- s931

teboretory Md.: sr. tlo. L26l!a, Pbt No. 1, Hadaprar lndustrial Estate, Hadaprar, pune - 411 013, MH
Mob. : +91-98811373?1. +914380074695 E-mail ; info@fhhl.in $tebrtte : www.fhhl.in

Remark : Referring to the above mentioned parameters only, sample contorms to Orint<'ng Water- Specification as per Acceptable
Limits of lS 10500:2012 includingAmendment No. 4.

Note: Retention time of the above mentioned sample woqlg be 1€. days after report date,
Authorized Signetory - Chemical Terting

Bn:Y{
Swatr Raskar
Sr. Chemist

(This report has been authorlzed wrth digital signature )

'*'ENDoFREPoRT*-'

subject to the remnant quantity,

Authorized Signatory . Chemical Testing

Kanchan Pol ) s
Sr. Chemisl

Manager
i RyanlnternationalAcademY

r,
)teprincipat 

l
RyanlnternationatAcademv i

S.No 286/4/1 Maan, i
H injewad i Phase-2, puneall 057.fl

S.No 2861411Maan, r

Hinjewadi Phase-2, Pune-41 1057' 
I
I

samp*e ,s r€ocivEd.

TEST REPORT

CUSTOMER NAME & ADDRESS6T REPORT DtrAlLS pase 2 of 2

Ryan lnternational Academy
NearYaahwin Society Opp Tineal Town Hinjewadi
Phase-2,,Pune,Maharashtra,rtl I 057

Customer Referenso: Test Request Form
Reference Date: 21 Aug 2024

Report No: FHHL/2408/0667,2
Report Dab:2910812024
Sample lD: 2408/0667-2

Analytis Started: 21 lO8l2O24

Analyeis Ended: 29fi812024
ULR:fC593t 2400001 3051 F

TEST DETAILS

Diecipliner Chemical & Biology Testing
Location of Test Performed: ln House
Test Reference:As per lS 10500:2012

roduct Group: \Alater, Residues and Contaminants in Wbter.
Sub Group: Drinking \Ahter, Trace Metal Ebments

$r.no. Result Limits
1 Alkalinity as CaCO3 62,00 mg/L 200, Max APHA -2320-8: 2023
L Chloride (as Cl) 14.78 mg/L 250. Max lS 3025 (Part 32) Cl.No.2: lg88
3 sulphare (q,$ so4) 23.23 fttgrL 200, Max APHA4500-SO42-E: 2023
4 Total Hardness (as CaCO3) 96.00 mg/L 200, Max lS 3025 (Part 21) Ct.No.s: 2009
5 pH at 25'C 7R 6.5 to 8.5 lS 3025 (Parl 111:2O22
6 lron (as Fe) <0.05 mglL 1.0. Max APHA -3500-Fe-B: 2023
7 FluoritJe (as F) 0.21 mg/L 1.0, Max APHA-{500-F-O: 2023
B Total Dissolved Solids (TDS) 154 mg/L 500, Max lS 3025 (Part 16):2023
I Nitrate (as NO3) 12.57 mg/L 45, Max APHA4500-NO3-B 2023
10 Arsenic (as As) <0.005 mg/L 0.01. Max APHA 3'114-C: 2023

Test Done Unit Test Method



\)n

FHHL PRIVATE LIMITED
(FOOD HyGtEilE & HEALTH LABORATORVI

e Walsr
a Packaging Materiai

FHHI I ffi::Tlrf-,';)$ii'Ji?J-Hx?,i';*:riffi'[il:I'fi:[1i::illffi,.4r101r 
MH, nda

Authorized Signatory . Biological Testing Authorized Signatory - Chemical Testing

$amDleas rccslr/€d.

TC.5931

TEST REPORT

CUST.OMER NAME A ADDRESScT
t

REPORT QEIAILS Page I of2

Ryan lnternational Academy
NearYaahwin Society Opp Tinral Town Hinjewadi
Phase-2,,Pune,illaharashtra,4l I 05?

Customer Reference: Test Requegt Form
Refersnce Date: 21 Aug 2024

Report No: FHHU240810667-3
Report Dale t 29 I 08 I 2O24

Sample lO: 2408t/0667-3

Analysis Started: 21 rc8AA24
Analysis Ended: ?910812A24

ULR:TC593l 24{l(X}0{ 3{r52F

SAMPLE INFORMATION

Sample Type: Water $ample Received DaG:21tQBt2O24
Registered Date: 21t4812024 Sample euantity: l ltr & 300m1
Sample Packing: Plastic Bottle & Sterile Container Seah Sealed
.".p1* Coll""hdr S,

SAMPLE |NFORTUAT|ON [PROVIDED By CUSTOMERI

Sample Marked As : 3rd floor RO Drinking lA/ater
Sample Preservation : AT 2" - 8'C

TEST DETAILS

Diecipline: Chemical & Biology Testing
Location of Test Performed: ln House
Test Reference:As per lS 10500:2012
Product Group: Water, Residues and Contaminants in l/\rbter.

Sub Group: Drinking Water, Trace Metal Elements

Sr.no. Test Done Result Unit Limits Test Method

1 Coliform 106 Per 100 ml Absent lS 15185:2016
2 Escherichia coli 08 Per 100 ml Absent lS 15185:2015
3 Faecal coliform 43 MPN lndex I

100 ml

Absent lS 1622 Clause no.f .l.t.e E:iS81

.4
Priyanka Kotwal

Sr. Microbiologist

1.,
flgs-\

PrinciPal ,i
RyanlnternationalAcademY i

S.No 286/4/1 Maan, I
Hinjewadi Phase-2, Pune411057.fr

GV.4
Kanchan Pol

Sr. Chemist

' Manager l

Rvan lnternational AcademY--' 
S.No 286/411 Maan, 

I

Hinjewadi Phase'2, Pune411 057'f
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FHHL PRIVATE LIMITED
{rooD l{yctEt{E & HEALTH UIBOBATORYI

tabontcry Add.;5r: NO. L25/10, Plot No. l, Hadapsar lndustrial
Moi, ; +91-9881237321, +91-838@74695 E-mail : info@fhhl

Estate, Hadapsar, Pune - 411 013, MH., lndia
.in Web$ts I www.fhhl.in

Remark Refening to the above mentioned rarameters ont)t sa.Ofe O*s-
Limits of lS 10500:2012 includingAnrendment No. 4.

Note: Retention time of the above mentioned sample would be 15 days after report date,
Authorized Signatory - Chemical Testing

lt slr 't
:

Swati Raskar
Sr. Chemisl

(This report has beon authorizBd $/ith digital signature.)
..'END OF REPORT.Ti

lo

subject to the remnant quantily,
Authorized Signatory - Chemical Teeting

Kancian Pol .
Sr. Chemrsl

{+
PrinciPal I

RvanlnternationalAcademY i
I S.No 285/4/{ Maan, d

I HinlewaOi Phase-2, Pune-411057'f
l

6b,**L\"**
' Manager i

: Rvan lnternationalAcademY :

t - 
S.No 286/4/1 Maan, 

r

I Hin;ewaOi Phase-2, Pune-411057'itr

$6mFle|rr€ceiEd.

TC- 5931

TEST REPORT

CUSTOMER NAME & ADDRESSGT
-

Ryan lnternational Academy
Near Yashvyin Sochty Opp Tinrat Town Hinjeuradi
Phase.2,,Pune,ll/laharashtra,4l { 057
Cuttorner Reforence: Test Requrist Form
Referencg Dato: 21 Aug 2024

Report No: FHHU2408/0667-3
Report Date: 29/0812024

Sample lD: 2408/0667-3

Analysis Started: 21 10812024

Analysie Ended: 29108nCI24
ULR:TC593l 2.$0001 30SZF

TEST DETAILS

Discipline: Chemrcal & Biology Testing
Location of Test Performed: lo House
Test Reference:As per lS 10500:2012
'roduct Group: Water, Residues and Contaminants in Waler.

Sub Group: Drinking Watet Trace Metal Elements

Sr.no. Test Done Unit Limits
1 Alkalinity as CaCO3 't6.00 rng/L 200, Max APHA -232&8: 2023
2 Chloride (as Cl) 5.91 mg/L 250, Max lS 3025 fPart f2t ertro:.:sa8'
3 Sulphate (as SO4) 3.24 mg/L 200, Max APHA 4500-SO42-E:zlii
4 Total Hardness tas caco3) 17.00 mg/L 200, Max lS 3025 (Part Zrl er^t'roS. ZOOS
5 pH at 25"C 8.0 6.5 to 8.5 1S3025(Part 11):2022
6 lron (as Fe) <0.05 rng/L 1.0, Max APHA -3500-Fe-B:2023
7 Fluoride (as F) <0.1 mga 1.0, Max APHA -4500-F-D: 2023I Total Dissolved Solids ffDS) 47 mgtL 500. Max lS 3025 (Part 16):2023I Nilrate (as NO3) 4.98 mg& 45, Max APHA4500-NO3-B: 2023

10 4rsqlq (as As) <0.005 mg/L 0.01, Max APHA31t4-C: 2023


